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1. Alldimensions are in Metres unless noted otherwise. All
levels are in Metres above Ordnance Survey Datum.
Ordnance Survey mapping license number
AC0000863376.

2. Existing utility locations have been taken from the
following data: C2 record plans (Groundwise Report
38576RB GWS) and Survey Solutions GPR
(HARP-SUR-78100MCUG-04-2D-000002-P01 /
HARP-SUR-78100MCUG-04-2D-000003-P01).
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Key to existing utilities from GPR information:

§£ SW (QL-B4) Existing Surface Water Sewer
EUV,J Existing Combined Sewer (United Utilities)
i 2 S Existing Lighting Cable

E (QL-82) Existing LV Electric Apparatus (ENWL)

BT (QL-B2) Existing Underground Telecoms Apparatus

(BT Openreach)

d

Existing Overhead Telecoms Apparatus
(BT Openreach)
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obstructing.

Existing lighting cable to be lowered/
diverted across the access junction to
maintain supply to the nearby columns.
SUK to confirm and agree with BMBC
street lighting team.

Existing lighting column to be relocated to
rear of footway. For relocated lighting column,
Refer to general arrangement drawing
80061155-ARP-HAHWH-NA-DR-H-00001.
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UTL, cover
seized to frame.
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