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Details submitted to discharge Condition 6 in relation to the proposed swimming pool drainage. The 
information below has been provided by the pool supplier, Fineturret Ltd. 

1. Rate of discharge 
The proposed discharge rate will be approximately 5 litres per second for around 5 minutes during 
normal backwashing. 

2. Volume of discharge 
The approximate volume discharged during a normal backwash cycle will be 1,500 litres (1.5 m³). 

3. Timing / frequency of emptying 
The pool will generally be backwashed once per week, or as required depending on usage. If the pool 
needs to be completely emptied, this will be discharged via the backwash drain at a maximum rate of 
approximately 5 litres per second. Full emptying will only be undertaken during dry weather conditions. 

The swimming pool drainage will be installed and operated in accordance with the above details. 

Information provided by: Denis Gillespie, Managing Director, Fineturret Ltd 


